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Renewable energy sources, like wind can be used to augment the grid-friendly 
services in the form of additional active and reactive power for control of frequency and 
voltage regulation. Currently, wind power systems are operated in simple energy supply 
mode and are not utilized to participate in ancillary power services.  With the increase in 
the installed wind power capacity, limited conventional generation and increasing interest 
in microgrids, the necessity to implement regulation support from wind energy becomes 
critical. 
This thesis focuses on the effect of enabling frequency and voltage regulation 
capability in wind power plants in a microgrid environment. This thesis investigates the 
active and reactive power capability of a wind power plant and a model of the wind 
turbine with the ability to control the output power is developed in Simulink. A microgrid 
control model is also developed for distributing the load variations in the system between 
the conventional and wind power generators according to their rated capacity. The aim of 
this control strategy is to maintain the system frequency and voltages at critical buses 
within safe operating limits when the microgrid is operating in islanded mode. The aim of 
this strategy is also to command the required active and reactive power from wind power 
plants when operating in parallel with the grid. A comparison of system voltage and 
frequency is done to show the effectiveness of allowing the participation of wind power 
plants in regulation mode when compared with the present operating mode where wind 
power plants must operate at maximum active power. Lastly, a study on determining a 
suitable generation mix for the microgrid is carried out with the load and wind variation 
data from two different locations in Texas and California. This study helps to determine 
the amount of wind power that can be delivered into the system under the new regulating 
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Symbol  Description  
Twind   Torque produced by wind turbine. 
ρ   Air Density. 
A   Area swept by the wind Turbine. 
v   Velocity of the wind. 
ωr    DFIG rotor speed. 
ωs   Synchronous speed. 
λ   Tip Speed Ratio. 
β   Pitch Angle. 
c(λ,β)   Power coefficient for wind turbine. 
Is , Ir    Stator and Rotor current.  
Rs , Rr    Stator and Rotor resistance. 
Vs , Vr   Stator and Rotor Voltage. 
ω   Stator frequency. 
Ψs   Stator Flux. 
Ψd , Ψq   Flux along the d-q axis. 
Ls , Lr   Stator and Rotor inductance. 
Lm   Mutual inductance. 
Vd   Voltage across the d-axis. 
Vq   Voltage across the q-axis. 
Ps   Stator active power output. 
Qs    Stator reactive power output. 
Zs , Zr    Stator and Rotor total impedance. 
Zm     Mutual Impedance. 
Ss_Ir    Apparent power for rotor current limitation. 
Ss_Vr    Apparent power for rotor voltage limitation. 
Ss_Is    Apparent power for stator current limitation. 
DFIG   Doubly Fed Induction Generator. 
WPP   Wind Power Plant. 
  
xii 
SG   Synchronous Generator. 
AVR   Automatic Voltage Regulator. 
cs_Ir, cs_Vr, cs_Is  Center for three different limitations on DFIG. 
rs_Ir, rs_Vr, rs_Is  Radius for three different limitations on DFIG.\ 
WC   With Control. 
NC   No Control. 
 





Wind power generation is considered to be the most rapidly growing renewable 
energy technology in the world. Installation of wind power in the USA is increasing 
exponentially; by the year 2009 wind power installation had reached a total capacity of 




Figure 1.1.  Annual and cumulative growth in US wind power capacity [1]. 
 
 
A collaborative effort by the Department of Energy and industry leaders led to a 
modeled scenario of 20% wind power penetration in the energy market by 2030 to reduce 
the dependence on conventional energy sources and get some relief on fluctuating energy 
prices and supply uncertainties.  It is estimated that US energy requirements will grow by 
39% from 2005 to 2030 reaching a figure of 5.8 billion MWh by 2030. To reach the 
vision of 20% wind penetration, the wind installation would need to reach at least 300 
GW in capacity by 2030. Installation rates of wind capacity in 2007 and 2008 exceed the 
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conservative growth trajectory (Figure 1.2) by 30%. Presently, the wind industry is on 
track of growing to a size capable of installing 16 GW/year which exceeds the 




  Figure 1.2. :Wind power projections [1]. 
 
 
With such high penetration levels, it would be extremely difficult to maintain grid 
frequency requirements without wind power participation in regulation. 
 
1.2. OBJECTIVE 
Variability and unpredictability in wind power generation has generally kept wind 
power plants from participating in voltage and frequency regulation.  In the typical 
operating mode, wind power plants are made to operate at the maximum possible 
generation for a given wind speed. Figure 1.3 shows the general characteristics curve of 
wind turbine output power with varying rotor speed. This figure shows the variation in 
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the output power of the wind turbine with wind speeds. It is also apparent that if required, 
the output of the wind turbine can be changed by varying the rotor speed at a given wind 
speed.  
In a small scale autonomous system such as a microgrid, the scenario of 
comparable wind power capacity with respect to conventional generation in a generation 
mix may become feasible within a few decades. The present mode of barring the wind 
power plant from participating in the voltage and frequency regulation could lead to 
greater frequency excursions or even blackouts. 
 
  











































 Figure 1.3. Wind turbine power characteristics for 0*
.
 pitch angle.   
 
 
The most commonly used type of wind generator is a variable speed generator 
consisting of doubly fed induction generator (DFIG) with both a stator-side and a rotor 
side power electronic converter [2]. In this topology, the converter has around 30% rating 
of the whole generator. The power electronic converter has different functions; the 
generator side converter controls the real and reactive power output from the wind 
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generator and the grid side converter maintains the DC link voltage at the set point which 
supports the generator side converter. To control the wind power output, the feedback 
command from the generator side converter can be manipulated to get the desired output 
by varying the DFIG rotor speed. Another approach to control the active power output is 
to control the pitch angle of the wind turbine. The pitch angle is the angle between the 
turbine blade and the wind direction. Maximum power is extracted from the wind turbine 
when the pitch angle is close to zero. This control is only employed in the case of high 
wind speeds to protect the wind turbine from getting damaged. 
In this thesis, the output of the rotor/generator side converter is manipulated to 
control the output power of the wind power plant. This model is used in a microgrid 
system with a generation mix consisting of conventional generators and wind power 
plants in different configurations of the generation capacity. This system allows wind 
generation to participate in voltage and frequency regulation. The system is used to study 
the impact of voltage and frequency regulation participation by the wind power plant.  
A novel hysteresis droop controller would be utilized in this thesis for the wind 
power plants to control the commanded power signal according to the system 
requirements.   This control is required to offset the limitations of droop control when 
applied to wind power plants. 
 
1.3. LITERATURE REVIEW 
The existing literature on wind power integration, DFIG and microgrid are studied 
in this section along with the literature focusing on integration of wind power in 
microgrid environment. 
An NREL report by Parsons [3] and [4] did a comprehensive analysis of grid 
ancillary service impact of integrating wind power plants into the US power grid. This 
study shows that that large penetration of wind power will affect the cost and operation of 
the grid but the impact will be low for the penetration levels expected in the next several 
years. 
A similar study was performed by DeMeo [5] to analyze issues presented to 
power system planners and operators with respect to wind power integration. Planning 
and integration data from different utilities was used to draw some conclusions. The 
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study concluded that the integration of wind helped in reducing overall energy prices, and 
that wind forecasting has helped influence the unit commitment decision taken for the 
day ahead markets. It was also seen the cost arising due to variability depends on the 
generation mix, fuel cost and the size of the balancing authority.   
Driven by the increasing wind energy penetration in the grid, a wide interest in 
analyzing the capability of wind power plants to support the grid with ancillary services 
is generated. Fernandez [6] and Shuhui [7] analyzed the capability of PMSG to produce 
active and reactive power. The mathematical model for the capability of PMSG was 
developed and the active participation of PMSG wind power plant in grid operations was 
tested by simulation.  
A comprehensive study on the capability of DFIG type variable speed wind 
turbine was done by Lund [8]. He developed the mathematical model for the DFIG and 
analyzed the capacity to produce active and reactive power. Also the limitations of the 
DFIG machine with respect to their variation with slip were discussed in detail. These 
limitations are also discussed in [9] and [10]. The authors of [9] and [10] also discussed 
the increase in installation and operational cost due to the added ancillary services and an 
optimization solution to minimize the real time costs incurred. GE claims that their wind 
energy management system [11] can provide ancillary services and improve grid 
stability. It uses pitch control to vary the active power output by around 10%.  
Singh [12] discusses the limitations of DFIG based wind turbine model and 
suggests an improvement in the DFIG topology. This new topology - unified DFIG 
displayed a considerable improvement in PQ capability of the wind turbine in the low 
active power production region and improved the range of operating speeds. Cheng [13] 
also developed a new topology for wind turbines which can achieve  superior 
aerodynamic  efficiency over a wide range of wind speeds with better control, fault 
tolerance and improved reliability. This topology uses a full scale converter and requires 
self excitation for starting. 
The work by Brauner [14] investigates the behavior of wind parks for network 
faults. It concludes that faults in transmission networks are more severe than short circuit 
faults at a wind generator terminal with regard to voltage drop and recovery. 
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Steady improvement in technology is acting as a catalyst for adding increased 
amounts of renewable energy sources in the grid [15, 16]. The renewable sources are 
widely spread and are generally small scale power generation units. These distributed 
energy sources have sparked an increased interest in support of the microgrid concept. 
With advancements in power electronics and control technologies, effective integration 
of distributed generation and energy storage technologies into the energy infrastructure 
may finally become possible and economically feasible[17-20]. Several tests beds are 
reported for microgrids around the world [21].   
Microgrids enjoy some benefits like higher reliability, better quality power 
supply, and increased efficiency of energy use by utilizing the available waste heat from 
power generation systems. Also, the ability to use renewable energy with little or no 
pollution is becoming increasingly attractive for environmental protection. In addition, 
microgrids can benefit the electric utility industry by reducing congestion on the grid, 
reducing the need for new generation and transmission capacity, and offering ancillary 
services such as voltage support and demand response[22]. The microgrid concept also 
has some disadvantages which can create problems for grid operations as described in 
[23]. Some of the issues listed in the literature are analysis of voltage profile, stability, 
harmonics, power quality and imbalances.  
A need for some degree of central control or coordination is required between the 
micro generation elements in order to operate as a system. State variables of the 
microgrid like phase voltages and currents at the point of common coupling should be 
regulated. When the microgrid is connected to the grid, the state variables are maintained 
by the inertia of the large network, but the ability to have an adequate control response 
during islanding is a challenge. Lasseter [24] lists the various efforts done around the 
world to evaluate the microgrid concept. Most of these efforts have opted to control the 
microgrid with a large utility or a storage system. The Kythnos microgrid project in 
Europe [23], although still dependent on an energy storage system, is operated as an 
autonomous standalone system and can be identified as a big step towards microgrid 
success.  
To maintain frequency and voltage requirements, a microgrid can employ either 
the active load sharing techniques or the droop control method [25]. Active load sharing 
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techniques rely on communication links and employ mostly a centralized approach to 
control the generating units in the microgrid. This method is computationally expensive 
for large interconnected units. Droop control is another method discussed in the literature 
which facilitates microgrid control by allowing the individual generating units to adjust 
their power output according to the changes in the frequency and terminal voltage[26-
29].  
The addition of wind power to the microgrid equation raises serious technical 
challenges due to intermittency and variability of wind speeds. These challenges can be 
solved by using FATCS devices and energy storage systems [30-32]. Although wind 
power plants are capable of supporting the grid for regulation on its own [5-12], these 
qualities of wind power plants are not exploited for microgrid regulation. It is shown in 
[33] that inclusion of a variable-speed wind turbine with DFIG in a microgrid 
participating in the frequency and voltage controls may improve the microgrid system’s 
dynamic performance, reducing the frequency changes following disturbances 
subsequent to islanding.  
The literature review clearly shows the importance of microgrids and the role of 
wind power plants. It provides enough motivation to find solutions for integration of 
wind power plants in a microgrid and participation in regulation responsibility.  
 
1.4. THESIS OUTLINE 
This thesis comprises of different sections as described in details below.  The 
current section discusses the trend of wind installation growth in the USA and the need 
for extending the voltage and frequency regulation responsibilities to new installations of 
renewable energy sources like wind energy. A literature survey is also done in order to 
highlight the recent progress in wind technology and microgrids evolution. An 
introduction to wind power generation methodology and the capability of the DFIG wind 
power plant is discussed in Section 2. 
 In Section 3, a brief introduction to microgrid is discussed. Also, the different 
components of the microgrid test system are modeled and simulated in SIMULINK. 
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Section 4 discusses the control methodology used for making the microgrid 
autonomous by maintaining its own frequency and voltage requirements in the islanded 
mode. 
Microgrid test system is introduced and a microgrid study for identifying the 
impact of allowing wind power plants to participate in voltage and frequency regulation 
is carried out for different generation mix configurations in Section 5. This section will 
also discuss the simulation results and the various insights gathered from the study. 
Section 6 contains the conclusions inferred from the simulation study.  
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2. WIND POWER GENERATION IN POWER SYSTEM 
2.1. INTRODUCTION 
Wind generation is classified into two major wind power generating units i.e. 
fixed speed generation and variable speed generation (VSG) [34]. The fixed speed 
generators operate at a fixed rotor speed to obtain maximum efficiency. Deviation from 
the pre determined speed causes reduction in efficiency. VSG inherits a wide range of 
operating speeds for the rotor to match up with prevailing wind for better efficiency. 
VSG has maximum power tracking capability that extracts maximum available power out 
of the wind at different wind speeds thereby resulting in more efficient operation. Also 
VSG reduces mechanical stresses on the turbine thus increasing the lifetime of the 
turbine. Thus VSG’s are more commonly installed. 
In both forms of wind power generation the power extraction principle remains 
the same. The amount of power generated by the turbine can be associated with the 
torque generated by the wind. The relationship between the torque and the wind can be 
formulated as below [8]. 
 




     (2.2) 
 
         (2.3)  
 
 
 is the power coefficient for the wind turbine given by the manufacturer and  is 
the tip speed ratio or TSR which is the ratio between the linear speed of the tip of the 
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blade with respect to the wind speed. The coefficients c1, c2, c3, c4 and c5 are provided by 
the manufacturer.  
The different variations of extracted wind power level with varying pitch angle 




Figure 2.1. Variation of power with respect to the pitch angle and wind turbine speed      
(wind speeds 10 m/s and 12 m/s). 
 
 
2.2. DFIG WIND POWER 
The doubly fed induction generator consists of a wind turbine connected to the 
rotor shaft of the induction generator through a gear train. The topology used in this 
scenario uses a converter capable of supplying and receiving power from the rotor to the 
grid.   
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This converter consists of two separate devices with different functions connected 
to each other via a DC interconnection link i.e. a dc link capacitor. These two devices are 
separate converters, one connected to the grid and the other connected to the rotor. The 
converter connected to the generator controls the real and reactive power output of the 
wind turbine and the grid connected converter maintains the dc link capacitor voltage at 
the set point. A wind turbine connected to a double fed induction generator equipped with 
a grid side and a generator side converter is shown in Figure 2.2. 
 
 
AC     
          
DC
  DC     
          
ACController
When wr  <  ws 
Pr < 0




Ptotal = Ps + Pr 
0 – 30% Pmech
 
 Figure 2.2 Double fed induction generator schematic. 
 
The rotor windings of the three phase induction generator are connected to the 
generator side converter via slip rings. The power electronic converter is capable of 
handling the power flow in both directions allowing the DFIG to vary the output power 
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by operating in super synchronous and sub synchronous speeds. The total output power 
from the wind power plant (WPP) is a combined total of power supplied by the stator and 
the rotor. The rotor speed depends on the frequency of the voltage applied to the rotor 
and the angular velocity of the rotor which is dependent on the prevailing wind speed. 
The rotor side converter, rated at 25-30% of the induction machine rating, acts as 
the only restriction in the steady state operation of the DFIG. This gives the DFIG an 
operating range of 75% to 125% of the rated wind speed.  
 




Rs Xs Xr Rr / s
Xm
Is Ir
Vs Vr / s
 
 Figure 2.3.Steady state T-equivalent circuit of DFIG. 
 
 
Mathematically, the following equations govern the equivalent diagram. 
 
      (2.4) 
 




2.2.2. Generator Side Converter Control. The variations in stator flux are 
negligible hence are assumed to be constant. Also it is assumed that there would not be 
any occurrence of saturation. Because of its small presence the stator resistance is 
considered as zero. To make the calculation simpler it is assumed that the stator flux  
is along the d axis in the d-q frame. Therefore, 
 
         (2.6) 
 
     (Assuming constant d)  (2.7)  
 
From Equation 2.4 it can be deduced that 
 
Vd  =  0         (2.8) 
 
Vq  =   d          (2.9) 
 
By applying the current divider rule on the equivalent circuit to obtain the value 
of stator current in terms of rotor current we get: 
 
         (2.10) 
 
Where         (2.11) 
 
The power output from the stator can be written as: 
 









    (2.13) 
 
From these equations it is evident that the active power delivered at the stator 
terminals can be controlled by the Iqr component and the reactive power can be controlled 
by the Idr component assuming constant stator flux. Therefore, to control the DFIG 
output, a control scheme may be applied to vary the Idr and Iqr values to achieve the 
required power output set point.  
2.2.3.  Grid Side Converter Control. The main purpose of the grid side 
converter is to maintain a constant dc link voltage. To maintain this dc link voltage, the 
converter takes power from the grid and generates a dc current which keeps the capacitor 
in the dc link charged. This charged capacitor maintains a constant voltage at the 
terminals of the generator side converter. The control signal for the grid side converter is 
the pre-determined voltage set point.  
2.2.4. Capability of Doubly Fed Induction Generator. Active and reactive 
power capability information of a machine is essential in analyzing the stability of the 
machine. The capability of any machine depends on its physical construction and 
materials used. For a DFIG machine, the active power output is limited by the prime 
mover capability. Similarly, reactive power output is limited by the maximum current and 
heating limits of the armature and the field coil. These physical limitations guide the 
capability of the machine.  
The capability of a DFIG presents similarities to the conventional synchronous 
generator capability. The active power varies with the wind speed and the slip is assumed 
to be constant here. The other three limitations can be formulated as discussed below. 
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2.2.4.1 DFIG two port model.  To find out the influence of the these limitations 
a two port model of DFIG is used [8]. This two port circuit, shown in Figure 2.4, is a 












 Figure 2.4. Two port equivalent circuit of DFIG. 
 
 
The following equations can be used to plot the different limitations of the DFIG 
model on PQ axis. Equations 2.14 - 2.16 are used to estimate the values of any two 
variables by varying the value of the third variable. The three variable being the rotor 
current Ir, stator current Is and  . The value of one of these variables is varied with 
the stator voltage Vs which is already known. The derivation of Equations 2.14-2.16 is 
described in Appendix A.  
 
        (2.14) 
 













        (2.16) 
2.2.4.2  Rotor current limitation. This limit takes into account the rotor heating 
due to the rotor winding’s Joule losses. The rotor current limitation in PQ diagram of a 
DFIG is derived by assuming a fixed rotor current with the rated magnitude and a 
variable angle relative to the stator voltage. By using Equation 2.15, the stator current can 
be represented in terms of rotor current as: 
 
        (2.17) 
 
         (2.18) 
 
The apparent power (Ss_Ir) can also be written in terms of the rotor current by the 
following equation. 
 
         (2.19) 
 
        (2.20) 
 
    (2.21)  
 
Since the stator voltage is assumed constant, the first part of Equation 2.21 
corresponds to a constant value. The second term makes the apparent power proportional 
to the rotor current. By setting the rotor current to the rated value and varying the angle, 
the reactive power limits can be determined. On a PQ capability curve, these equations 




       (2.22) 
 
       (2.23) 
 
The total power delivered to the grid consists of power generated by the stator and 
the rotor. The rotor apparent power can be found as : 
 
         (2.24) 
 
      (2.25) 
 




Since Zm dominates the first term, this term can be considered as the reactive 
power component and the second term as the active power component. Also by 
comparing Equation 2.26 with 2.21 it can be deduced that, 
 
        (2.28) 
 
The total active and reactive power output of the DFIG is given by: 
 
        (2.29) 
 
         (2.30) 
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By comparing Equations 2.28, 2.29, 2.22, and 2.23, the following circle equation 
can be deduced: 
 
    (2.31) 
 
    (2.32) 
 
 
2.2.4.3 Rotor voltage limitation. The rotor voltage limitation is essential for the 
rotor speed interval, because the required rotor voltage to provide a certain field is 
directly proportional to the slip. Thus, the possible rotor speed is limited by the possible 
rotor voltage. To represent this limitation on the PQ capability graph, we can derive the 
equation as follows: 
From Equation 2.14 
 
       (2.33) 
 
        (2.34) 
 
The apparent power (Ss_Vr) can also be written in terms of the rotor voltage by the 
following equation. 
 
         (2.35) 
 
       (2.36) 
  
19 
  (2.37)  
 
The first term in Equation 2.37 is a constant, and hence the apparent power 
limitation due to rotor voltage is represented by a circle with center and radius as shown 
below. 
 
      (2.38) 
 
      (2.39) 
 
By substituting the value of cs_Vr  and rs_Vr  in lieu of cs_Ir  and rs_Ir in Equations 
2.30 and 2.31, we can deduce the circle equation as: 
 
    (2.40) 
 
   (2.41) 
 
 
2.2.4.4 Stator current limitation. This limit takes into account the stator heating 
due to the stator winding’s Joule losses. The PQ curve depicting stator current limitation 
is straight forward and can be derived as:  
 
         (2.42) 




        (2.44) 
 
Equations 2.43 and 2.44 are substituted in Equations 2.30 and 2.31 to get the 
circle equations as follows: 
 
     (2.45) 
 
    (2.46) 
 
With these three limitations applied to the DFIG in the PQ capability curve, we 
can use the area of intersection which does not violate any of the limitations as the 
reactive power varying capacity of the generator. In addition to these three limitations, 
the prime mover capacity is another limitation applied in the capability curve. To show 
the capability curve for DFIG with limitations, parameters from Table 2.1 were utilized. 
Figure 2.5 displays the combined effect of the three limitations discussed on the 
PQ capability curve. This figure gives a clear idea of safe operating region for the DFIG 
machine. The blue line in the figure constitutes the stator current limitations on the DFIG. 
The red line displays the rotor current limitations and the green lines represent the 
limitations due to rotor voltage. Because of these limitations, the DFIG can operate only 
in the overlapping region of all the three limitations. This region lies between the red 











  Table 2.1 DFIG machine parameters 
Machine Parameter Value 
Rated Mechanical Power 1.5 MW 
Rated generator power 1.3 MW 
Rated stator voltage 575 V 
Rotor to stator turns ratio 3 
Machine inertia 30 kg-m
2
 
Rotor inertia 610000 Kg-m
2
 
Inductance:  Mutual, Stator, Rotor 4.7351,  0.1107,  0.1193p.u. 
Resistance: Stator, Rotor 0.0059,  0.0066 ohms 
Number of poles 3 
Grid frequency 60 Hz 
Gearbox ratio  1  :  72 
Nominal turbine :  rotor speed 16.67 : 1200 rpm 
Turbine radius 42 m 











Microgrids are autonomous small-scale power grids at the lower distribution 
voltage levels consisting of interconnected loads and distributed energy resources (DER). 
In other words, a small group of loads and micro-sources operating as a controllable 
system, satisfying electric power needs of a nearby area with sufficient reliability. 
Microgrid posses capability of operating in parallel with the grid and also operate in 
islanded mode when needed. This type of operation increases the flexibility and 
reliability of the system while making it more robust in nature. The concept of microgrid 
may not be fully functional or adopted as of now but with large scale development and 
deployment of distributed energy resources, microgrid concept seems to be very 
promising. The constantly evolving IEEE 1547 standards [35] are utilized to govern the 
interconnection and operation of distributed generation including wind power plants.  
The need for microgrids is felt due to the huge challenges faced by the traditional 
grid. Large amount of power generated is wasted in long transmission lines due to the 
centralized nature of the grid. The centralized nature of the grid also makes it an easy 
target to bring down with a cyber-security breach. The renewable energy sources are 
currently treated like negative loads and are not allowed to help out in times of need. 
Lastly, the structure is unreliable and adverse effects in a small location may lead to an 
impact felt by large populations in adjacent large geographical area. The recent example 
of the massive blackouts across Arizona, California and parts of Mexico shows the 
unreliable nature of the grid [36]. These blackouts occurred when a 500 KV line was 
taken offline for planned maintenance.   
A network of small autonomous grids, or microgrids, can help the legacy grid to 
get rid of some of these issues. The microgrid is connected to the conventional grid, but 
in the event of grid failure, the microgrid can be isolated and allowed to serve the local 
loads. This feature also allows it to defend itself from the impact of cyber security 
breaches in interconnected systems. It can quickly isolate itself before the interconnected 
system goes down. This feature is highly favorable for vital military and commercial 
establishments in any nation. Local control of microgrids allows expansion of the system 
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according to the need of the local communities. This also facilitates the local 
communities to implement green initiatives for power generation more effectively.  
One interesting property of a microgrid is islanding, or disconnection from the 
main grid . Islanding can be originated in a planned way or unintentionally and, in both 
cases, the isolated part can continue providing energy to its connected loads.  
Although a microgrid can provide immunity from system-wide disturbances, there 
has been a general reluctance to using renewable energy-based generation in the energy-
limited grid. This is due to the presence of limited short circuit capacity of inverter fed 
renewable energy sources like wind, photovoltaic and fuel cell power plants. These 
devices are forced to trip at the first sign of a system problem, unless low- or high-
voltage ride through capabilities are provided for these inverter.  
Microgrid has clear advantages but at the same time, new challenges should be 
resolved. Some of the more complex technical challenges facing the operation of a 
microgrid in the presence of renewable resources may be summarized as follows: 
• Surviving fault-induced transients. 
• Providing adequate dynamic damping to ensure oscillatory stability. 
• Providing adequate voltage and frequency regulation. 
• Ensuring transient/voltage stability of the microgrid. 
• Providing communication among entities within the microgrid. 
• Assessing the dynamic state of the microgrid in real time. 
In the following section, various components required to build the microgrid are 
discussed and modeled in SIMULINK. 
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3.1.1.   Synchronous Generator Modelling. The synchronous generator model 
consists of three parts, the synchronous machine model, the governor model with 
hydraulic turbine, and the excitation system. A governor model takes the frequency 
change as an input and changes the servomotor output to provide adequate mechanical 
power to offset the frequency change from the reference. This model produces available 
mechanical power as an output which is then fed to the synchronous machine. The 
excitation system produces the required field voltage for the synchronous machine to 
maintain the commanded generator terminal voltage. The synchronous machine model 
takes available mechanical power and required field voltage as an input from the 
governor and excitation system models, and produces the required current and line-to-line 
voltage. The models used for the excitation system and the governor are displayed in 
Appendix B. The parameters utilized for these models are shown in TABLE C.1, C.2 and 
C.3.  
3.1.2.   Wind Power Plant Modelling. Wind power plants are designed to extract 
power as demanded from the command signal. To be aware of the wind capacity at all 
time, it’s tracking characteristics should be known as shown in Figure 3.1 . 
The power is tracked with a pre-defined power-speed characteristic, namely 
tracking characteristics.  This characteristic is illustrated by the ABCD curve in Figure 
3.1 over the turbine power characteristics at different wind speeds. The tracking 
characteristic is defined by four points: A, B, C and D. In this thesis, the wind turbines 
are assumed to have coinciding C and D points. Until the speed of point A, the wind 
power is zero. Between points A and B, the tracking characteristic is a straight line. 
Between points B and C/D, the tracking characteristic is the locus of the maximum power 
of the turbine (maxima of the turbine power vs turbine speed curves). Beyond point D, 




 Figure 3.1 Wind turbine power characteristics. 
 
  
3.1.2.1    Wind turbine modeling. Wind turbines are governed by Equations 2.1, 


































  Figure 3.2 SIMULINK Wind Turbine model. 
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3.1.2.2    DFIG modelling. The Doubly Fed Induction Generator is modeled as 
an asynchronous machine with the commanded d-q axis voltage as one of the input with 
the a-b-c phase terminal voltage and the torque produced by the wind turbine as the other 
two inputs. The model outputs all the   a-b-c and d-q axis voltage and current quantities 
of stator and rotor as an output. The model and the equations used are described in [37]. 
3.1.2.3    Grid side converter modelling.The grid side converter is used to 
regulate the voltage of the DC bus capacitor. The control system for the grid side 
converter is displayed below in Figure 3.3. The d-axis (for d-q transformation) of the 










Vdc   
  Figure 3.3. Grid side controller [38]. 
 
 
This controller consists of a measurement system to measure the d-axis and q-axis 
components of AC currents to be controlled, and the DC link capacitor voltage. This 
controller also includes an outer and inner regulation loop to regulate the DC voltage and 
the current.  
The outer loop generates d-axis reference current Idgc_ref through a DC voltage 
regulator, in phase with terminal voltage to control the active power flow. This outer loop 
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output is given to the inner loop as an input. The inner loop controls the converter voltage 
Vgc by comparing the reference current from the outer loop with the measured d-axis 
current Idgc from the grid side through a current regulator for a specified q-axis reference 
current.  

































 (a) Logic for grid side converter. 
 
 
  (b) SIMULINK model for grid side converter. 




3.1.2.4   Rotor side converter modelling. The wind turbine output power and the 
voltage measured at the grid terminals are controlled by the rotor side controller. In this 
thesis, a power reference from the microgrid controller is used to control the amount of 
active power supplied by the wind power plant. In a conventional converter, active power 
reference is generated according to the wind speed to maximize the output. It cannot be 
controlled by an operator by just changing a power reference. 
The control loop used for rotor side controller is shown in Figure 3.5. The d-axis 
of the rotating reference frame of the rotor is aligned with the air gap flux. As shown in 
the figure, the measured electrical output at the generator terminals is summed up with 
the losses incurred and then compared to the reference power from the microgrid 
controller. The output is then passed through a Proportional-Integral (PI) regulator to 
minimize the power error. The output of the regulator is used as the reference for the q-
axis component of the rotor current Iqr_ref and is then compared with the measured Iqr and 
the error is minimized by passing the output through a current regulator. This regulator 
produces the q-axis component of the rotor voltage Vqr required to control the active 
power out of the wind power plant. The Iqr current component is responsible for 
producing the required electromagnetic torque for the rotor.  
The terminal voltage of the wind power plant is controlled by changing the 
reactive power output of the wind power plant through the rotor side converter. Either 
commanded reactive power or the required terminal voltage can be used to change the d-
axis component of the rotor current reference Idr_ref of the rotor. In this thesis, Idr_ref value 
is varied to keep the terminal voltage in check. This reference current is then compared 
with the measured value and reference d-axis rotor voltage Vdr is produced through the 
current controller to control the reactive power output. In a conventional converter the 
value of Idr_ref is kept to a minimum to so as to maximize the active power generation by 
improving the Iqr_ref.  
The reactive power is exchanged between rotor side converter and the grid, 
through the generator. In the exchange process, the generator absorbs reactive power to 
supply its mutual and leakage inductances. The excess of reactive power is sent to the 
grid or to rotor side converter. The rotor side controller can keep the terminal voltage in 

























































( Vdr, Vqr )
 
 Figure 3.5 Rotor side controller.  
 
 
 The control is implemented in SIMULINK as shown in Figure 3.6.  
3.1.2.5  Pitch angle control. The pitch angle control is utilized when wind speeds 
reach beyond the rated output. This type of control is slow due to the involvement of 
mechanical motion of rotating the wind turbine blades, and hence is only used to hedge 
the power output from sudden outbursts of wind speed greater than the rated value. The 
pitch angle is kept constant at zero degree until the speed reaches the rated value, or the 
speed point C/D in the tracking characteristic of Figure 3.1. Beyond this point, the pitch 










4. FREQUENCY AND VOLTAGE CONTROL IN MICROGRID 
4.1.  OBJECTIVES IN MICROGRID CONTROL 
This thesis attempts to meet the following critical objectives for reliable operation 
of a microgrid: 
 Derive an adequate generation mix that consists of wind power plants and 
conventional generating units: 
 When adequate wind is available, the wind power plants should operate at 75% of 
maximum rated active power at the start to provide ±25% power as an additional 
support for regulation. 
 The wind power plants must be able to substantively participate in system 
frequency control. 
 The wind power plants must be able to substantively participate in system voltage 
control. 
  
4.2. FREQUENCY CONTROL 
4.2.1.  Introduction. Frequency control in a power system is done to maintain an 
adequate balance between the consumed and generated active powers, so that the 
frequency remains within acceptable limits around the nominal frequency. With 
constantly changing power demand, frequency control becomes an important task for a 
power system. Generally, the changing system load is predictable and units are 
committed and dispatched based on the forecasted load levels. Therefore, under normal 
operating conditions, the balancing of energy is achieved by adjusting the generator 
active power set-points. Signals to generators for such adjustments are either issued by 
the system operator or automatically generated and issued by automatic generation 
control (AGC). 
In the event of a load change or any unexpected event like loss of generation, an 
imbalance of load occurs in the system which causes frequency excursions. Every power 
system tries to fight the frequency excursion by releasing the stored kinetic energy in the 
form of system inertia. In every system, with increase in the load, the kinetic energy is 
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released and reduction of the load results in absorption of the kinetic energy which tries 
to maintain the nominal frequency of the system.  
This inherent system inertial response due to the masses of the connected 
generators and the load is not sufficient to return the system frequency to its nominal 
value. Hence frequency control is required to support the stable and secure operation of 
the power system. 
In large interconnected power systems, the power imbalances created due to the 
loss of single component are small when compared to the total system size. In addition, 
the inertia of the system also contributes towards limiting the rate of frequency change . 
Hence the frequency deviations are small in large systems. The frequency relaxation 
limits for normal operation of the grid as suggested by CERTS [39]  is shown in Figure 
4.1. In an islanded system, these frequency guidelines are a bit relaxed giving normal 
frequency operation of ± 1.2 Hz. 




4.2.2. Droop Control. Governors in a synchronous generator are designed to 
respond to any changes in the speed of the rotor. In response to the speed change, the 
governors open or close the controlling elements like gates or nozzles for controlling the 
water gushing in the hydro generator or the amount of steam entering the steam turbine. 
When two or more generators are connected in parallel, usually the output from one 
generator is not enough to restore the system frequency. Hence another mechanism is 
required to share the amount of power imbalance in the system between all the generators 
connected to the system. The amount of sharing for a particular generator is decided by 
the factor of speed droop. The droop can be described as the decrease in speed set-point 
with increasing gate/nozzle position. It is also referred as “regulation” for the units taking 
output power as the feedback signal instead of gate position. 
 
 * 100          (4.1) 
 
A droop of 5% for a synchronous generator operating at a nominal frequency of 
60 Hz would imply that the governor would fully operational for a change of 3 Hz. 
Generally most of the generators follow a 5% droop when connected to the grid. Figure 
4.2 shows an example for droop control between 2 units. The two units are operating at 
2% and 5% droop and serving a load at the point of intersection. 
When the generators are connected to a small, isolated system, it is normal 
practice to operate the generators in “Isochronous Mode”. The isochronous mode is 
generally described as mode in which the generators are tuned to zero droop. With a zero 
droop, the governor will keep on opening the gate/nozzle until the frequency is restored 
to its original value. The limitations of droop control for wind resources are discussed 
next, and a new control technique is proposed to overcome the droop control limitations. 
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4.2.3. Hysteresis Control for Wind Generation. Droop control is a powerful 
tool to control the generation according to the frequency deviations, but it is not sufficient 
for the renewable energy sources. Fuel sources for renewable energy are abundant but 
intermittent in nature. The variability of wind in a particular location can be determined 
by a Weibull distribution [40]. This statistical tool tells us about how often winds of 
different speeds can be seen at a location. For a location with an exceptional average 
wind speed, there is always a time when the wind speed dips for certain period of time 
reducing the power that can be extracted from the wind turbine. In a microgrid 
environment, conventional  generators operating at a droop of around 1%  would  quickly 
pickup this power imbalance created by wind variability, and by the time the wind output 
reaches the capability of producing rated power, the frequency deviations becomes small 
denying wind power output to return to a substantial value. After setting up at a low 
operating point, the droop control will force the wind output to follow the load from a 
low initial set point. This will result in an unnecessary loss of wind power which could 
have been utilized instead of the fossil fuel used in conventional generators. To overcome 
this problem, a new hysteresis control is added to the droop control which enables the 
restoration of wind power to a fixed high point. This control is activated only when the 
wind power is reduced below a fixed low point and keeps the control until the output 
reaches the fixed high point. The control is then returned back to droop control for 
normal load following. A flowchart for the control is depicted in Figure 4.3. 
In this thesis the fixed hysteresis high point is set at 75% of rated capacity and the 
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4.3. VOLTAGE CONTROL 
4.3.1. Introduction. Maintaining the voltage profile in any power system plays a 
key role in the improvement of power system stability and reliability. Automatic voltage 
regulators (AVR) equipment installed at power plants helps to keep the voltage levels in 
check at the generator terminals. An AVR comprises of an excitation system which 
controls the dc current flowing into the field winding of a synchronous generator. By 
adjusting the generator field current, the reactive power output of the generator is 
controlled which helps in regulating the generator terminal voltage.  The microgrid model 
used in this thesis uses individual voltage control at each generating unit. The generating 
units regulate the amount of reactive power supplied to the system in order to maintain 
their respective terminal voltages. 
4.3.2. Excitation System. Conventional generating units i.e. synchronous 
generators, used in the microgrid implements a type DC1A –DC Commutator excitation 
system model to control the generator field current as shown in Appendix B. 
4.3.3. Voltage Control in Wind Power Plant. The wind power plant model used 
in the microgrid system in this thesis can be used in either a VAR control mode or 
voltage control mode. The VAR control would be activated in the event when the 
microgrid is connected to the main grid. In this type of control, the reactive power 
supplied by the wind power plant would be controlled by a reference command generated 
by the operator. The difference between the reactive power generated by the plant and the 
reference command decides the amount of change needed by the Idr - the d axis 
component of the rotor current, in the inverter controlled wind power plant.  
In the islanded mode, the voltage control mode of the wind power plant is 
activated which tries to maintain the voltage of the generator terminals by adjusting the 
reactive power output of the plant. The change in the reactive power is determined by the 
voltage droop characteristics as displayed in Figure 4.5. If the current becomes negative, 
the rotor starts absorbing reactive power and brings the voltage down. If the current is 
positive that implies, rotor is supplying reactive to bring the voltage up. The voltage can  
be compensated with a rate of Xs .This V-I characteristics displays the amount of voltage 






  Figure 4.5. Voltage droop for WPP. 
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5. MICROGRID TEST SYSTEM 
5.1. INTRODUCTION 
The increasing interest in wind power combined with the concept of microgrid, 
has given rise to a scenario with high penetration of wind power in a small system with 
limited inertia. This scenario has the potential for frequency and voltage fluctuations. One 
way to reduce these fluctuations is by utilizing the wind power potential to provide 
ancillary services like reactive and active powers to provide voltage and frequency 
stabilization. 
As mentioned earlier, a study is carried out in this thesis in order to get a sense of 
an acceptable configuration of generation mix when WPPs are allowed to participate in 
voltage and frequency regulation. 
 In this thesis, the microgrid test system is small and isolated but has three 
synchronous generators and two wind power plants. All the generators are assigned 1% 
droop which makes sure the full operation of governors for a frequency deviation of 0.6 
Hz and equal participation from all of the generators. 
 
5.2. TEST SYSTEM - ONE LINE DIAGRAM 
This sub-section displays the one line diagram of the microgrid system used in 
this thesis in Figure 5.1. Different parameters used for the system are described in Table 
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 Figure 5.1.  One line diagram for the test system. 
 
 
The line data, transformer data, synchronous machine data and the bus data used 








5.2.1. The Test System. A microgrid model is developed in Simulink as shown in 
Figure 5.2 based on the one line diagram of Figure 5.1. This model is developed as a 
phasor model to expedite the simulation process. In phasor simulation, changes in 
magnitude and phases are calculated instead of solving complex differential equations. 





 Figure 5.2 Microgrid test system implemented in Simulink. 
 
 
The dark green colored blocks in the system represents the synchronous 
generators. The components in light blue represent the wind power plants and the red 
colored components are the three loads in the system. The black blocks represent bus bars 
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which actually are used to measure the voltage and current at that particular location. The 
orange blocks and the light yellow blocks represent transformers and transmission lines 
respectively. The pink colored blocks are the microgrid control system for wind power 
plants and the light green blocks are for recording the output. 
5.2.2. Controller Testing on Microgrid Model. For testing the controller in the 
microgrid for the required performance, the system was subjected to 24 hour load profile 
with full wind support i.e the wind is always kept above the rated wind speed. To verify 
the performance, the output of the wind turbine connected to bus 2 was mapped together 
with the output of the synchronous generator connected to bus 1. It is expected that the 
active power output of wind should closely follow the output pattern of synchronous 
generator because the governor for the synchronous generator are tuned to compensate 
for frequency deviations. Figure 5.3 displays the output. In this example, a configuration 
of 40 % wind penetration is chosen for the test microgrid model. Load data for this 
configuration is given in Appendix C  Table C.6. 
 
 


































Since the wind power plant output changes with frequency deviations which is 
similar to synchronous generator output pattern, it confirms the required performance of 
the controller. For example, in Table 5.1, between the 130 sec and 115 sec interval, there 
is a load change of +0.3 MW which is shared between the 5 generators (WPP1: +0.09, 
WPP2 : +0.09, SG1: +0.04, SG2: +0.04, SG3: 0.04). Between the 175 sec and 160 sec 
interval, there is a load change of -0.1 MW which is shared between the 5 generators 
(WPP1: -0.014, WPP2 : -0.014, SG1: -0.024, SG2: -0.024, SG3: -0.024). Also, between 
the 190 sec and 205 sec intervals, there is no load change and hence no change in 
generation.  Without control, the wind power plant operates at constant power and does 
not participate in load sharing and the load is only shared by synchronous generators 
Table 5.1(b). For example, in Table 5.1(b), between the 175 sec and 160 sec intervals, 
there is a load change of -0.1 MW which is shared between the 5 generators (WPP1: 0, 
WPP2 : 0, SG1: -0.033, SG2: -0.033, SG3: -0.033). Also, between the 190 sec and 175 
sec intervals, there is no load change and hence no change in generation is observed. 
Similarly, between the 205 and 190 sec intervals, the load change is -0.1 MW which is 
shared between the generators as WPP1: 0, WPP2: 0, SG1: -0.033, SG2: -0.033, SG3: -
0.033. 
  
 Table 5.1 Power flow snapshots for 40% wind penetration. 
 
 (a) Power flow snapshots for 40% wind penetration configuration with control 

































115 2.14 -1.55 2.14 -1.4 1.31 0.885 1.31 1.152 1.31 1.05 
130 2.23 -1.55 2.23 -1.42 1.35 0.88 1.35 1.158 1.35 1.03 
145 2.37 -1.542 2.37 -1.4 1.43 0.868 1.42 1.164 1.43 1 
160 2.394 -1.54 2.394 -1.4 1.444 0.862 1.444 1.164 1.444 0.99 
175 2.38 -1.542 2.38 -1.4 1.42 0.868 1.42 1.164 1.42 1 
190 2.38 -1.542 2.38 -1.4 1.42 0.868 1.42 1.164 1.42 1 
205 2.36 -1.545 2.36 -1.4 1.4 0.87 1.4 1.163 1.4 1.01 





Table 5.1 Power flow snapshots for 40% wind penetration.(contd.) 
 
(a)Power flow snapshots for 40% wind penetration configuration with control for 
load data in intervals 6 through 12 in Table C.6.  








P –  
MW 







115 8.21 0.137 1.0257 7.8 12 
130 8.51 0.098 1.0255 8.1 12 
145 9.02 0.09 1.025 8.6 12 
160 9.12 0.076 1.025 8.7 12 
175 8.92 0.098 1.0254 8.6 12 
190 9.02 0.09 1.0254 8.6 12 




(b)Power flow snapshots for 40% wind penetration configuration without control 

































115 3 0 3 0 0.883 -0.15 0.883 0.21 0.883 0.034 
130 3 0 3 0 0.983 -0.1524 0.983 0.22 0.983 0.0375 
145 3 0 3 0 1.15 -0.1575 1.15 0.23 1.15 0.043 
160 3 0 3 0 1.183 -0.16 1.183 0.235 1.183 0.043 
175 3 0 3 0 1.15 -0.16 1.15 0.23 1.15 0.04 
190 3 0 3 0 1.15 -0.16 1.15 0.23 1.15 0.04 











Table 5.1 Power flow snapshots for 40% wind penetration.(contd.) 
 
 (b) Power flow snapshots for 40% wind penetration configuration without control 
for load data in Table C.6. (contd.) 














P –  
MW 
(m/s) 
115 8.65 0.094 1.049 7.8 12 
130 8.95 0.1051 1.048 8.1 12 
145 9.45 0.1155 1.047 8.6 12 
160 9.549 0.118 1.047 8.7 12 
175 9.45 0.11 1.0475 8.6 12 
190 9.45 0.11 1.0475 8.6 12 
205 9.351 0.1141 1.0478 8.5 12 
 
 
5.3.  MICROGRID STUDY  
5.3.1.  Wind and Load Variations from Texas. For this study, the test site #27, 
near Floydada, TX is selected. This site has a density of 12.7 MW/ Km
2
 (Lat 34.06 N, 
Long 101.08W) in an area spread for 47.9 sq. km (location on map is shown in 
Appendix D ). The wind speed data is taken from NREL website which was recorded in 
2006. In this study, a randomly selected day (10
th
 day) is chosen for the month of January 
and the wind and load data for this particular date is studied. To get a better analysis of 
variability of the wind in contrast with the varying load, the load and wind data for 10
th
 
day are also selected for the months of February to December. This selection takes care 
of the wind and load variability for that region for an entire year. Wind variability for this 
location used here can be seen in Figure 5.4 (a) and (b).  
The wind variations used in this study are based on hourly data. A higher 
resolution data for wind is also available but hourly data is used to match the resolution 
of load data. The simulation period of the microgrid system for this study is set for 400 
seconds and 24 variations in load and wind are simulated after every 15 seconds starting 
from 40 seconds mark.  Fifteen seconds for a fluctuation is considered as sufficient 
response time for a governor to allow the frequency to stabilize. A droop of 1% is used 










































































(b) Wind speed - July to December, Location : Floydada, Texas. 
 





The total load of the Texas system for 12 days is shown in Table 5.2 and plotted 
for better visualization in Figure 5.5. The load data is taken from ERCOT website for the 
North part of Texas [41]. The load data is scaled down to fit a scale of 0-13 MW 
retaining the load variations. The system has a maximum generation capacity of 15 MW. 
This system consists of two wind power plants and three synchronous generators as 
shown in the one line diagram of Figure 5.1. 
 
 
      Table 5.2: Hourly load data for the Floydada, Texas system. 
Hr Jan Feb Mar Apr May Jun July Aug Sep Oct Nov Dec 
00 9.3 9.4 7.9 8.1 8.6 10.3 9 9.8 9.2 8.6 8.1 9.1 
01 9.6 9.2 7.7 7.7 8.1 9.5 8.5 9.5 8.7 8.2 7.8 9.1 
02 9.6 9.2 7.6 7.5 8 9.1 8.2 9.2 8.4 7.9 7.7 9.1 
03 9.6 9.2 7.7 7.4 7.8 8.9 8 8.9 8.3 7.8 7.7 9.1 
04 9.7 9.2 7.8 7.4 7.9 8.8 7.8 8.8 8.3 7.7 7.7 9.1 
05 9.7 9.3 7.9 7.4 7.9 8.8 7.8 8.7 8.3 7.7 7.8 9.2 
06 9.8 9.8 8.3 7.5 8.1 8.8 7.9 8.7 8.5 7.6 8.1 9.6 
07 9.8 10.3 9 7.7 8.7 9.2 8 9.1 9 7.7 8.6 10.1 
08 10.1 10.5 9 7.8 8.9 9.3 8 9.4 9.3 7.8 8.7 10.3 
09 10.3 10.1 8.8 8 8.9 9.6 8.3 9.6 9.3 8 8.6 9.9 
10 10.1 9.9 8.7 8.2 9.2 10 8.6 10 9.5 8.1 8.6 9.6 
11 10 9.7 8.6 8.3 9.4 10.4 9 10.6 9.7 8.3 8.5 9.4 
12 9.6 9.4 8.4 8.5 9.7 11 9.4 11.1 10 8.5 8.6 9.2 
13 9.5 9.1 8.3 8.6 10.1 11.4 9.8 11.5 10.3 8.7 8.5 9 
14 9.1 9 8.2 8.7 10.3 11.9 9.9 12 10.7 8.8 8.5 8.9 
15 9 8.8 8.1 8.7 10.4 12.3 10 12.3 11 9 8.4 8.7 
16 8.8 8.8 8.1 8.8 10.6 12.8 10.2 12.6 11.5 9.3 8.4 8.7 
17 8.8 9 8.1 8.9 10.8 13 10.2 12.7 11.7 9.6 8.4 8.7 
18 9 9.3 8.1 8.9 10.8 13 10.2 12.7 11.6 9.6 8.5 8.9 
19 9.6 9.7 8.3 8.8 10.8 12.5 10.2 12.7 11.5 9.5 8.9 9.3 
20 10.2 10.1 8.8 8.8 10.6 12.1 10.1 12.5 11.1 9.4 9 9.4 
21 10.2 10.3 9 9.1 10.6 11.8 10.1 12.3 10.9 9.4 9 9.4 
22 10.2 10.1 8.8 9 10.5 11.5 10 11.9 10.6 9.2 8.9 9.3 
23 9.8 9.7 8.6 8.8 9.7 11 9.6 11.3 10.1 9 8.6 9.1 
 
 
This study performs simulations for different capacities of the wind power plants 
and the synchronous generators, based on a specific configuration of the generation mix. 
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The various configurations participating in this study are 90%-10%, 80%-20%, 70%-
30%, 60%-40%, 50%-50% in the fashion of convention generation % - wind generation 
%. A total of 60 scenarios are simulated in this study with the wind power plants 
participating in voltage and frequency regulation functions. These 60 scenarios are 
compared with another set of 60 scenarios in which the wind power plants are operated 
without any frequency or voltage regulation capability. The wind power plant operating 
without any control/regulation is operated as a negative load and provides maximum 



































Figure 5.5: Hourly load variations - ERCOT. 
 
To get a better view of the input data used in the simulations, one typical day in 
the month of June for the Floydada, Texas test location is shown in Figure 5.6 and 5.7. 
































































































5.3.2. Wind and Load Variations from California. The test site #12622 in the 
city of Fortuna near Sacramento, California is selected (40.24N 124.36W) (location on 
map is shown in Appendix D ). The wind speed data is taken from NREL [42] which was 
recorded in 2006. For this location, a randomly selected day (15
th
) is chosen for the 
month of January and the wind and load data for this particular date is studied. To keep 
the study similar to the Texas data, the 15
th
 day is also selected for the months of 
February to December. Wind variability for this location can be seen in Figure 5.8 (a) and 
(b).  
The wind variations are also based on hourly data even though higher resolution 
data for wind is available but hourly data is used to match the resolution of the load data. 




































(a) Wind speed - January to June. 
 




































(b)Wind speed - July to December 
 
Figure 5.8. Wind speed variation-  location: Fortuna, California. (contd.) 
 
 
The total load of the California system for 12 days is shown in Table 5.3 and 
plotted for better visualization in Figure 5.9. The load data is taken from Southern 
California Edison website [43]. Similar to the data from Texas, the load data is scaled 














 Table 5.3. Hourly load data for the California system. 
Hr Jan Feb Mar Apr May Jun July Aug Sep Oct Nov Dec 
00 11.0 10.7 11.1 11.6 11.1 11.6 12.0 11.7 11.8 11.1 11.2 10.8 
01 11.0 10.6 11.1 11.5 11.2 11.4 11.9 11.8 11.7 11.1 11.1 10.7 
02 10.9 10.5 11.0 11.4 11.1 11.4 11.9 11.8 11.7 11.1 11.0 10.7 
03 10.9 10.6 11.0 11.5 11.1 11.6 12.0 11.9 11.8 11.1 11.0 10.7 
04 10.9 10.7 11.2 11.6 11.1 11.6 12.1 12.1 12.0 11.1 11.1 10.7 
05 10.9 11.0 11.3 11.7 11.0 11.7 12.2 12.2 12.2 11.0 11.2 10.8 
06 11.0 11.1 11.5 11.9 11.0 11.9 12.4 12.4 12.3 10.9 11.3 11.0 
07 11.0 11.2 11.6 12.0 11.0 12.0 12.5 12.5 12.5 11.0 11.6 11.0 
08 11.0 11.4 11.6 12.0 11.0 12.1 12.5 12.7 12.6 11.0 11.6 11.2 
09 11.1 11.6 11.7 12.1 11.1 12.3 12.6 12.8 12.8 11.2 11.7 11.2 
10 11.2 11.7 11.7 12.1 11.2 12.1 12.5 12.8 12.8 11.1 11.8 11.3 
11 11.2 11.7 11.8 12.1 11.2 11.8 12.2 12.4 12.3 11.2 11.8 11.3 
12 11.2 11.7 11.8 12.1 11.2 11.8 12.2 12.4 12.4 11.2 11.8 11.2 
13 11.2 11.7 11.7 11.9 11.2 11.8 12.2 12.3 12.4 11.2 11.8 11.1 
14 11.1 11.6 11.7 12.0 11.2 11.8 12.1 12.2 12.3 11.2 11.7 11.0 
15 11.0 11.6 11.6 11.9 11.1 11.7 12.0 12.1 12.2 11.1 11.7 11.0 
16 11.0 11.5 11.5 11.8 11.0 11.5 11.7 11.9 12.0 11.1 11.6 10.9 
17 11.0 11.3 11.4 11.7 10.9 11.5 11.7 11.8 11.9 11.1 11.7 11.0 
18 10.9 11.3 11.5 11.7 10.9 11.6 11.7 11.8 12.0 11.0 11.4 10.9 
19 10.8 11.2 11.5 11.7 11.0 11.7 11.8 12.2 12.2 10.9 11.3 10.8 
20 10.7 11.3 11.4 11.6 10.9 11.7 11.8 12.2 12.2 10.9 11.3 10.7 
21 10.7 11.3 11.3 11.5 11.0 11.8 11.8 12.1 12.1 10.8 11.3 10.7 
22 10.5 11.2 11.1 11.4 11.0 11.7 11.8 12.1 12.1 10.8 11.2 10.6 






































Figure 5.9. : Hourly load variations for location : Fortuna, California.  
 
 
To get a better view of the input data used in the simulations, one typical day in 
the month of September for the Fortuna, California test location is shown in Figure 5.10 
























































































Figure 5.11 Wind vs load, December - Fortuna, California. 
 
 
Wind speeds for the typical day in the month of December appear to be below the 
rated speed for most of the day when the load is high. 
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5.3.3.   Study Methodology. The microgrid system is subjected to actual wind 
and load data from the two locations in Texas and California. The following methodology 
was followed to capture the results for this study  
 Set up the input data for performing a dynamic analysis of the system for each of 
the twelve typical days in the year for the two locations mentioned above. 
 Create five configurations of generation mix. The penetration of wind power is 
varied from 10% to 50 % while the rest of the generation is from conventional 
synchronous generators. 
 The simulations are carried out first without any control of wind power plant and 
then repeated with the controls added to the wind power plants. 
 Frequency, bus voltages, wind power plant rotor speed, output powers are 
recorded. 
 Analyze the output data for acceptability. 
5.3.4. Study Results. To quantify the results of this study, it is necessary to 
observe variations in voltage and frequency. Variations can be typically quantified by 
taking RMS or average values over a certain period of time.  
For frequency, the results are quantified as per the following criteria [44]: 
Criterion A: The frequency should be between ±2% from the nominal value for 95% of 
the time. 
Criterion B:  Frequency should not be less than ±15% of the nominal value at all times. 
For voltage variations, the results would be quantified as per criterion 3 and 4. 
Criterion C: The 1 second RMS value voltage should be in between 90% to 110% of the 
nominal value. 
Criterion D: The 1 cycle RMS value voltage should be between 70% to 115% of the 
nominal value. 
Tables 5.4 and 5.5 display the results of the study done for wind and load 
variations from the test location in Texas, and Tables 5.6 and 5.7 show the same for the 
location in California. Each simulation for every month and configuration is checked for 
the above mentioned 4 criteria. Successful completion of a criterion is displayed by a  
symbol and a  symbol for failing a criterion. The third symbol  express that although a 
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criterion is failed, it’s failed by a small margin and can be made successful with some 
additional support.  
 
 
      Table 5.4. Study results for Floydada, Texas - January to June. 
  
90-10 80-20 70-30 60-40 50-50 
WC NC WC NC WC NC WC NC WC NC 
January 
A          
B          
C          
D          
February 
A          
B          
C          
D          
March  
A          
B          
C          
D          
April  
A          
B          
C          
D          
May 
A          
B          
C          
D          
June 
A          
B          
C          
D          







    Table 5.5. Study results for Floydada, Texas – July to December. 
  
90-10 80-20 70-30 60-40 50-50 
WC NC WC NC WC NC WC NC WC NC 
July 
A          
B          
C          
D          
August 
A          
B          
C          
D          
September 
A          
B          
C          
D          
October 
A          
B          
C          
D          
November 
A          
B          
C          
D          
December 
A          
B          
C          
D          
 * WC – With Control    NC --- No Control. 
 
 
From Tables 5.4 and 5.5, it may be observed that with increased wind penetration 
of wind power, the overall reliability of the system decreases, but it can be improved by 
controlling the wind output. According to the test results for Floydada, Texas, wind 
participation played an instrumental role in improving the frequency and voltage 
fluctuations observed during islanded situation of the microgrid. The months of February, 
March, May, June and November clearly display an improved system owing to the wind 
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control. For the month of February, 30% wind penetration was not feasible with wind 
power operating on maximum power but with wind control, the frequency fluctuations 
were improved and the 30% wind penetration became possible with additional support. 
The same phenomenon may be observed for the months of March, May, June and 
November.  It was observed that Floydada, Texas can comfortably handle a wind 
penetration of about 30% of the system with wind power controller involved. Without 
wind power control, the feasibility is reduced to 20% of wind penetration. Two examples 
of frequency comparison between 70-30 and 60-40 configuration for months of August 
and September are shown in Figures 5.12 (a) and (b) in support of the claim. 
 
 








































(b) Results of frequency response in September with 70-30 mix and 60-40 mix in 
Floydada, TX. 
 




     Table 5.6. : Study results for Fortuna, California - January to June. 
  
90-10 80-20 70-30 60-40 50-50 
WC NC WC NC WC NC WC NC WC NC 
January 
A          
B          
C          
D          
February 
A          
B          
C          
D          
March  
A          
B          
C          
D          
April  
A          
B          
C          
D          
May 
A          
B          
C          
D          
June 
A          
B          
C          
D          











    Table 5.7. Study results for Fortuna, California – July to December. 
  
90-10 80-20 70-30 60-40 50-50 
WC NC WC NC WC NC WC NC WC NC 
July 
A          
B          
C          
D          
August 
A          
B          
C          
D          
September 
A          
B          
C          
D          
October 
A          
B          
C          
D          
November 
A          
B          
C          
D          
December 
A          
B          
C          
D          
 *WC – With Control    NC --- No Control. 
 
 
For the test location in California, it can be seen that this location cannot commit 
to wind penetration of 30% with adequate system reliability. The wind is highly 
intermittent in this location and this location can handle only up to 20% of wind 
penetration. Although wind is highly intermittent in this location, the simulation results 
replicate the advantages of having wind power control from the smoothening of 




5.3.5. Observations. The various observations noticed in the study are listed in 
this section. These observations display the effects of voltage and frequency regulation 
by wind power.  
5.3.5.1 Effect of wind participation on frequency. Figure 5.13 displays the 
frequency response of the simulation done with 60% conventional -40% wind (referred to 
as 60-40) as the configuration for the month of November for the Texas test location. 
This frequency response shows a comparison of frequencies between the scenarios when 
the wind power control is utilized and the one without it. Another similar example, taken 
from the simulation studies of Fortuna, CA is displayed in Figure 5.14.  
 
 






















Figure 5.13. Frequency response - November 60-40, Location: Floydada, Texas. 
 
 
It is observed that the frequency response with wind power control present 
complies with Criteria A and B, but the system without the controller violates the first 
criterion. Although, in the process, around 12% of wind power is lost. The variation of 
wind power for the scenarios mentioned above is displayed in Figure 5.14. In this figure, 
the power response with wind power control starts producing power as per the predefined 
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value of hysteresis high as discussed in Section 4 which is 75% of the rated power. i.e. 
2.25 MW (75% of 3 MW). The output of wind power changes according to the load 
variations to reduce the frequency fluctuations as shown in Figure 5.13. At around 1 PM 
(220 sec mark in Figure 5.14) the wind speed drops and hence the wind power output is 
also reduced. The controller allows the wind power plant to follow the maximum power 
point until adequate amount of wind speed is available. At 2 PM (235 time mark in 
Figure 5.14), adequate amount of wind speed is available; hence the controller starts 
driving the power output according to the requirements. The wind power plant without 
the controller always operates at the maximum power point. Due to this type of operation, 
spikes in frequency may be observed in Figure 5.13.  
 
 






























Power flow snapshots for November 60-40 (Floydada, TX) at five points in the 
simulation time is tabulated in Tables 5.8 and 5.9.These simulation points corresponds to 
the hourly change of wind and load data. For example, the 175 sec interval corresponds 
to the wind and load data at 9AM. Similarly, the 190 sec interval represents 10 AM, and 
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so on.  The table consists of the power generations at the generator buses 1, 2, 3, 7 and 9. 
It is observed that the power balance equation of the system is satisfied. For example, in 
the second part of Tables 5.9 and 5.10, one can see that the total generation of active 
power has the same difference between consecutive intervals as compared to the load 
change during the same interval. Individually, the participation is quantified as follows: 
From Table 5.8, the load change between the intervals 145 sec and 160 sec is +0.1 MW 
which is shared between the 5 generators (WPP1: +0.02, WPP2: +0.02, SG1: +0.02, SG2: 
+0.02, SG3: +0.02). Also, between the 175 sec and 190 sec intervals, there is no load 
change and hence no change in generation. Similarly between the 205 sec and 190 sec 
intervals, the load change is -0.1 MW which is shared between the generators as WPP1: -
0.026, WPP2: -0.026, SG1: -0.016, SG2: -0.016, SG3: -0.016. When there is no control 
of wind power plants in the system, it is operated at the maximum possible operating 
point allowed by the prevailing wind speed, WPP1 and WPP2 do not show any load 
participation and are therefore constant throughout all load changes as shown in Table 
5.9. All the load changes are shared between the three synchronous generators. 
 The voltage is maintained at 1.0255 pu and 1.026 pu at bus 4 in the system with 
control and without control respectively as shown in Tables 5.8 and 5.9. Comparing the 
total reactive power generation for maintaining the voltage at Bus 4, it can be observed in 
Tables 5.8 that between the 160 sec and 175 sec interval, decrease in reactive power 
by0.5 KVAR was shared by the generators as WPP1: -2, WPP2: -5, SG1: +6, SG2: -0.5, 
SG3: 0. Also, between 190 and 205 sec interval, one can see that a reactive power 
increase of 3 KVAR was shared by the generators as WPP1: -3, WPP2: -5, SG1: +2, 
SG2: -1, SG3: +10. Reactive power is shared between the 5 generators to maintain their 
terminal voltages respectively. Comparing with the case  without control, it can be seen 
that the synchronous generators had to produce large amounts of reactive power to 




















(Sec) P Q P Q P Q P Q P Q 
145 2.375 -1.542 2.375 -1.4 1.425 0.868 1.425 1.1645 1.425 1 
160 2.395 -1.54 2.395 -1.395 1.445 0.862 1.445 1.1645 1.445 1 
175 2.381 -1.542 2.381 -1.4 1.421 0.868 1.421 1.164 1.421 1 
190 2.381 -1.542 2.381 -1.4 1.421 0.868 1.421 1.164 1.421 1 
205 2.355 -1.545 2.355 -1.405 1.405 0.87 1.405 1.163 1.405 1.01 
 







(Sec) P Q V (pu) P (m/s) 
145 9.025 0.0905 1.025 8.6 12.947 
160 9.125 0.0905 1.025 8.7 13.853 
175 9.025 0.09 1.0254 8.6 14.644 
190 9.025 0.09 1.0254 8.6 15.381 
205 8.925 0.093 1.0255 8.5 9.376 
 
 





















P - MW 
Q - 
MVAR 
P - MW 
Q – 
MVAR 
P – MW Q - 
MVAR 
145 3 0 3 0 1.015 0.94 1.055 1.24 1.015 1.052 
160 3 0 3 0 1.055 0.92 1.055 1.225 1.055 1.051 
175 3 0 3 0 1.02 0.925 1.02 1.22 1.02 1.051 
190 3 0 3 0 1.02 0.925 1.02 1.22 1.02 1.051 











     Table 5.9 Power flow snapshots- November 60-40 (NC), Floydada, TX (contd.). 
Time Total Generation Voltage Bus 4 Total Load Wind Speed 
(Sec) P - MW Q - MVAR V (pu) P - MW (m/s) 
145 9.085 3.232 1.026 8.6 12.947 
160 9.165 3.196 1.0258 8.7 13.853 
175 9.06 3.196 1.0259 8.6 14.644 
190 9.06 3.196 1.0259 8.6 15.381 
205 8.931 3.212 1.026 8.5 9.376 
 
 
Another example for this observation is shown in Figures 5.15 and 5.16. These 
two figures are taken from simulation studies done for Fortuna, California.  
 
 



















































Figure 5.16. Wind power response – June 70-30, Location: Fortuna, California. 
 
Power flow snapshots for the 70-30 configuration in June for Fortuna, CA for 5 
points in the simulation time are shown in Tables 5.10 and 5.11. The table consists of the 
power generations at the generator buses 1, 2, 3, 7 and 9 (synchronous generator and 
wind power plant). This table confirms the balance between the generation and the load. 
This table provides information on the sharing of loads between the 5 generators. For 
example, in Table 5.10, between the 175 sec and 160 sec intervals, there is a load change 
of +0.2 MW which is shared between the 5 generators as: WPP1: +0.04, WPP2: +0.04, 
SG1: +0.04, SG2: +0.04, SG3:+0.04. Also, between the 190 sec and 175 sec intervals, 
there is a load change of -0.2 MW which is shared between the 5 generators as: WPP1: -
0.04, WPP2: -0.04, SG1: -0.04, SG2: -0.04, SG3: -0.04. Similarly between the 205 and 
190 sec intervals, the load change is -0.3MW which is shared between the generators as 
WPP1: -0.06, WPP2: -0.06, SG1: -0.06, SG2: -0.06, SG3: -0.06. When there is no control 
of wind power plants in the system, it is operated at the maximum possible power point 
as dictated by the wind speeds and WPP1 and WPP2 do not show load participation and 
therefore remain constant throughout all the load changes as shown in Table 5.11. In that 






































145 1.46 -1.05 1.46 -0.9 3.19 0.448 3.19 0.96 3.19 0.675 
160 1.36 -1.02 1.36 -0.87 3.29 0.42 3.29 0.94 3.29 0.651 
175 1.4 -1 1.4 -0.86 3.33 0.405 3.33 0.94 3.33 0.644 
190 1.36 -1.02 1.36 -0.87 3.29 0.42 3.29 0.94 3.29 0.655 
205 1.3 -1.025 1.3 -0.885 3.23 0.43 3.23 0.94 3.23 0.66 
 








P –  
MW 




P –  
MW 
(m/s) 
145 12.49 0.133 1.0218 12 8.66 
160 12.59 0.121 1.0212 12.1 8.5 
175 12.79 0.129 1.0209 12.3 10.5 
190 12.59 0.125 1.0212 12.1 10.06 
205 12.29 0.12 1.0216 11.8 10.6 
 
 





















P - MW 
Q - 
MVAR 
P –  
MW 
Q - MVAR 
P –  
MW 
Q – MVAR 
160 1.478 0 1.478 0 3.25 -0.255 3.25 0.35 3.25 0.04 
175 1.36 0 1.36 0 3.37 -0.26 3.37 0.355 3.37 0.04 
190 2.24 0 2.24 0 2.87 -0.26 2.87 0.372 2.87 0.051 
205 2.244 0 2.244 0 2.8 -0.256 2.8 0.365 2.8 0.05 










Table 5.11 Power flow snapshots- 70-30 (NC) in June,  (Fortuna, CA) (contd.) 








P –  
MW 







160 12.706 0.135 1.0321 12 8.66 
175 12.83 0.135 1.031 12.1 8.5 
190 13.09 0.163 1.036 12.3 10.5 
205 12.888 0.159 1.037 12.1 10.06 
220 12.616 0.156 1.078 11.8 10.6 
   
 
Comparing the total generation of reactive power to maintain the voltage at Bus 
4as seen in Tables 5.10, it can be observed that between the 190 sec and 175 sec interval, 
a change in reactive power by -4 KVAR is shared by the generators as WPP1: -20, 
WPP2: -10, SG1: +15, SG2: 0, SG3: +11 . Also, between 160 and 175 sec interval, one 
can see that a reactive power change of +8 KVAR was shared by the generators as 
WPP1: +20, WPP2: +10, SG1: -15, SG2: 0, SG3: -7. The reactive power is shared 
between the 5 generators to maintain their terminal voltages respectively. In the case of 
no control all the reactive power required is generated by the synchronous generators. 
5.3.5.2 Variation of frequency with configurations. This subsection is 
instrumental in highlighting the frequency variations for different configurations having 
different levels of wind power penetration.  The configurations used in this subsection are 
80-20 (meaning 80% conventional and 20% wind power generation),  70-30, 60-40, 50-































Figure 5.17: Frequency variation - WC November, Location: Floydada, Texas. 
 
 
It can be observed from Figure 5.17 that increasing wind penetration results in 
increased fluctuations. This is due to the increased dependence on wind which creates a 
power balance deficiency because of the intermittency of wind. Although increased wind 
penetration creates frequency fluctuations, the wind plant control tries to smooth out the 
frequency fluctuations whenever there is an adequate supply of wind. The comparison 
can be done by comparing Figures 5.17 and 5.18. In Figure 5.18, the system is operating 
without any wind power control. The frequency fluctuations tend to spike in both positive 



































Figure 5.18: Frequency variation- NC November, Location: Floydada, Texas.  
 
 
A similar example for the test location in Fortuna, California is recorded in 
Figures 5.19 and 5.20. 
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Figure 5.19: Frequency variation- WC June, Location: Fortuna, California.  
 
 































5.3.5.3 Voltage profile variations with reactive power contribution. This 
subsection highlights the effects of voltage regulation in the microgrid by wind power 
plants. In the grid connected mode, the wind turbine provides voltage regulation by 
providing the commanded reactive power. But in islanded mode, the wind power plant 
supports the microgrid by maintaining its terminal voltage to a set point. In this part, the 
effect on voltage profile in islanded mode is displayed in comparison with a system not 
participating in voltage control.  Figure 5.21 shows the effect of wind power support on 










From Figure 5.21, it is evident that having wind power plants to support the 
microgrid keeps the voltage in check. The amount of reactive power contributed to 
support voltage profile is displayed in Figure 5.22. The controller commands the wind 
power plant to maintain the terminal voltage at 1 pu and to maintain the voltage, the wind 
power plant starts absorbing around 1.4 MVAR of reactive power as long as adequate 
amount of wind is available. The wind power plant is cut off from the microgrid on 
account of low wind speeds. At 11 PM (370 sec mark in Figure 5.22), the wind speed 
suddenly drops forcing the wind power plant to trip and stop absorbing reactive power 
from the grid. The active power production is also reduced to zero.  
 
 
































Figure 5.22: Wind reactive power contribution- Floydada, July 60-40 WC & NC. 
 
 




Figure 5.23: Voltage profile- Fortuna, California June 70-30 WC & NC. 
 
 





























Figure 5.23 also displays similar operation of wind power plant as Figure 5.21. By 
absorbing reactive power from the system the wind power plant tries to reduce the 
voltage to its set value of 1 p.u.. To maintain the voltage the wind power plant absorbs 
almost 1.3 MVAR of reactive power. The reduction of voltage to almost 1.015 p.u. from 
1.04 p.u.in Figure 5.21 confirms the effectiveness of the controller.  
5.3.5.4 Loss of wind power due to regulation. Regulation support has its perks 
but it comes at a cost. For providing regulation, wind power is intentionally operated at a 
point lower than the maximum power point to achieve more power in time of need. For 
this study, the data specifying the amount of wind power spilled due to regulation is also 
captured and the variation of this loss with increasing wind speed is displayed in Figure 
5.25. Floydada, Texas faces a wind power spillage of around 15 % in lieu of providing 
regulation when the wind penetration is 50% of the rated system. This is due to high 
availability of wind in this region which is good for producing power, but at the same 
time increases the spillage. Fortuna, California loses only 9% of wind power in lieu of 
































 Figure 5.25: Wind power spillage due to regulation. 
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6. CONCLUSION AND FUTURE WORK 
A novel control scheme for frequency control in wind power plants connected in a 
microgrid environment is proposed. This control scheme enables wind power plants to 
participate in frequency regulation, utilizing its untapped potential/capability to provide 
variable active power assuming there is adequate amount of wind speed available. This 
control scheme eliminates the gap between using droop control for synchronous 
generators and the droop controller for wind power plants. To test this control 
methodology for implementation in the real world, a test system was modeled in 
MATLAB and Simulink. This test system resembled a small autonomous grid, isolated 
from the legacy grid. The generation mix for the microgrid model consisted of three 
conventional synchronous generators and two wind power plants, adding up to a total 
capacity of 15 MW. The three loads connected to this system were modeled to 
accommodate hourly load changes for a day. The total amount of time set for the 
simulation of the whole test system was based on accommodating around 15 seconds of 
response time for each load change. To accommodate the resolution of hourly load data, 
the system was setup to use hourly wind data for the wind turbines. 
This microgrid system was then subjected to 12 days worth of load and wind 
speed data from two cities - one located in Texas and the other in California. The data for 
each day was selected so as to represent each month of a year. The simulation study was 
done for numerous scenarios which included variation of the generation mix 
configuration from 10% to 50 % wind power to identify the effects of high penetration of 
wind power in a microgrid. These scenarios also included testing of the microgrid system 
with and without the proposed control strategy for comparison. Observations made from 
this study revealed the effectiveness of the control methodology to smooth out the 
frequency and voltage fluctuations appearing in the isolated system. A reliable generation 
mix configuration of conventional and wind power generation for the two cities was also 
deduced which was found to be relative to the overall wind capacity in that location 
throughout the year. 
This control methodology and the system can be easily modified and scaled to 
specific requirements and can be used to study integration effects of other renewable or 
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non-conventional energy sources. The next step can be the development of a 
methodology for assessing and controlling a microgrid equipped with all kinds of non-
conventional energy sources like rooftop or community solar photovoltaic plants, fuel 
cells, internal combustion engine generators, micro-turbines, battery energy storage 
systems, and plug-in hybrid electric vehicles. These non-conventional energy sources 
have the potential to support a microgrid in need of active and reactive power sources. 
Inclusion of these energy sources into the microgrid would definitely help to strengthen 
its reliability. Lastly, this structure can be used as a building block for an interconnected 
































Derivation of Two-port Matrices for the DFIG [7]. This section briefly shows 
the derivation of the two-port parameters which are used to derive the limits. As a basis 
for the derivations, the Z matrix is used. The Z matrix has been constructed by inspection 
from the equivalent circuit in Figure 2.3. The first column corresponds to the stator and 
rotor voltage when a stator current of 1 pu is injected and the rotor current is zero. The 
second column is derived by injecting a rotor current of 1 pu. with an open stator: 
 
        (A.1) 
 
        (A.2) 
 
         (A.3) 
 
          (A.4) 
 
          (A.5) 
 
The remaining derivations are made by inserting the Z matrix in the 
transformation equations where: 
 
          (A.6) 
 
        (A.7) 
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Figure B.1. Type DC1A –DC Commutator excitation system 
 
 
Figure B.1. displays the control architecture of Type DC1A- DC Commutator. 
The time constant, TE, associated with the integrator is the main exciter time constant 
derived from the ac machine d-axis time-constant; the linear feedback gain, KE, makes 
this a simple low-pass filter, while the saturation included in the feedback reduces the 
time constant as the operating voltage and current increase. 
The signal, EFD, is proportional to exciter field current, which is normally used as 
the stabilizing feedback input signal. The structure of the feedback transfer function, and 
the forward AVR blocks and compensation are the same as the dc and static exciter 
model. This excitation system model is the most common type of excitation system 
model used in the industry. 








 Governor model[46] 
The Hydraulic Turbine and the Governor adopted for this thesis use a nonlinear 
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Figure B.4. Servomotor second order system 
 
 

















            APPENDIX C 


















        TABLE C.1 EXCITER MODEL PARAMETERS 
Parameter Value 
Tr (sec) 0.2 
Ka 20 
Ta (sec) 0.005 
Ke 1 
Te (sec) 0 
Tb (sec) 0 
Tc (sec) 0 
Kf 0.001 
Tf (sec) 0.1 




       TABLE C.2 GOVERNOR MODEL PARAMETERS. 
Parameter Value 
Ka 5 
Ta 0.07 sec 
Gate opening limits [0.01,  0.97518 ] 
Gate speed limits [-0.1,  0.1] 


















         TABLE C.3 SYNCHRONOUS MACHINE PARAMETERS. 
Machine Parameter Value 
MVA Capacity 4.5 / 4 / 3.5 / 3 / 2.5  MVA 
Line to Line Voltage 4160 V 
Frequency 60 Hz 
Xd 1.305 pu (4.5 MVA) 
Xd' 0.296 pu (4.5 MVA) 
Xd'' 0.252 pu (4.5 MVA) 
Xq 0.474 pu (4.5 MVA) 
Xq'' 0.243 pu (4.5 MVA) 
Xl 0.18 pu (4.5 MVA) 
Td' 1.01 sec 
Td'' 0.053 sec 
Tqo'' 0.1 sec 
Stator Resistance (Rs) 0.0028544 pu(4.5 MVA) 
Inertia Coefficient 5 sec 
Friction Factor 0 




   TABLE C.4 LINE DATA  
Bus Distance(Km) Total Impedance (Ohms) 
1 - 2 2 0.2306   +   j0.0565 
1 - 4 2 0.2306   +   j0.0565 
2 - 4 2 0.2306   +   j0.0565 
3 - 4 5 0.5765   +   j0.1412 
5 - 4 5 0.5765   +   j0.1412 
3 - 7 7 0.8071   +   j0.1977 
3 - 6 0 0 
7 - 8 3 0.3459   +   j0.0847 
7 - 9 2 0.2306   +   j0.0565 








   TABLE C.5 TRANSFORMER DATA  
Parameter Value 
Nominal MVA 2.1/ 2.35/ 3/ 3.2/ 3.5/ 3.7/ 4/ 4.2/4.7 
Frequency 60 Hz 
RMS Voltage at Terminal 1 [4160,   575] V 
Resistance of Winding 1 0 pu (4.7 MVA) 
Inductance of Winding 1 0.00039 pu (4.7 MVA) 
RMS Voltage at Terminal 2 13.2 kV (4.7 MVA) 
Resistance of Winding 2 0 pu (4.7 MVA) 
Inductance of Winding 2 0.00039 pu (4.7 MVA) 
Magnetizing resistance Rm 500 pu (4.7 MVA) 
Magnetizing inductance Lm 500 pu (4.7 MVA) 
 
 












Bus 1 1.31 0.885 0 0 1.0278 
Bus 2 2.14 -1.55 0 0 1.026 
Bus 3 1.31 1.152 0 0 1.0225 
Bus 4 0 0 0 0 1.0257 
Bus 5 0 0 2.3 0 -- 
Bus 6 0 0 3.2 0 -- 
Bus 7 1.31 1.05 0 0 1.0255 
Bus 8 0 0 2.4 0 -- 
Bus 9 2.14 -1.4 0 0 1.024 
 
 










  TABLE C.7 Load data with full wind support   
Interval Time (Sec) LOAD (MW) 
0 40 8.1 
1 55 7.8 
2 70 7.7 
3 85 7.7 
4 100 7.7 
5 115 7.8 
6 130 8.1 
7 145 8.6 
8 160 8.7 
9 175 8.6 
10 190 8.6 
11 205 8.5 
12 220 8.6 
13 235 8.5 
14 250 8.5 
15 265 8.4 
16 280 8.4 
17 295 8.4 
18 310 8.5 
19 325 8.9 
20 340 9 
21 355 9 
22 370 8.9 
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Figure D.1. Location A displays Floydada, Texas. 
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